Abstract -A new installation for improving the efficiency of the air cooled condenser (ACC) heat exchange has been proposed in a patent and its performance is investigated in current paper. This installation can be used in air-cooled condenser power plants. The installation is simple and it is designed to be installed around ACC platform. The installation is called "ACC protecting shield". The performance of "ACC protecting shield" is investigated by CFD simulation. A series of wind environment conditions are simulated. The simulation results show that there would be significant improvements of the heat exchange efficiency when the installation is applied. The improvements include two aspects: first, flow rate of ACC fans would enhance. And second, plume recirculation would relieve. For 2m/s wind velocity condition, the average temperature of fans' inlet will drop remarkably (more than 0.78K)， and the fans' flow rate will increase more than 1% .
Background Introduction
At present, thermal power is still major electricity generating form all over the world. Air cooled power plants is one major kind of thermal power plants. It is advisable to build air cooled power plants in the areas, where there are prolific of coal but lack of water [1] . It is essential to improve the air cooled condenser's efficiency, which plays a vital role in the electricity generating, power consumption saving and pollution controlling.
The air cooled power plant is shown in Fig1. On the air cooled condenser platform, there are many air cooled condensers (ACC). One air cooled condenser is amplified on the left corner in Fig1. Under the ACC, there are many fans drawing ambient air to flow through ACC [2] , so that the exhausted air from the turbine can be cooled down in ACC. This is forced convection around ACC. The performance of thermal power plants will be good when the heat exchange efficiency between ACC and ambient air is high enough [3, 4] . HTFF 102-2 While sometimes undesired vortices would be produced by the ambient environment around ACC. It would lead plume recirculation [5] . Hot air may re-entered in the inlet of the fans under ACC. That would cause the efficiency of ACC heat exchange dropping.
So a new installation method for improving ACC heat exchange was proposed in a patent [7] , and simulated by FLUENT in current paper. The results of the simulation confirm that heat exchange efficiency would increase substantially by use of the installation method. The new method is adding proper installation around ACC platform. The installation's goal is preventing plume recirculation and increasing fans' flow rate.
Installation Introduction
The new installation is called "protecting shield". The goal of "protecting shield" is to preventing plume recirculation and increasing flow rates of fans' inlet. "Protecting shield" is simple and its cross-section is shown in Fig3. Comparing traditional ACC's cross-section, the red line in Fig3 is the installation so called "protecting shield". And it is installed around ACC platform. The dimensions of "protecting shield" is also shown in Fig3. The material of "protecting shield" is suggested to be thermal insulation material.
"Protecting shield" has two function. First, it can block some plume recirculation to prevent hot air re-enter in the fans' inlet. Second, "protecting shield" can slow down air speed before air goes into fan, and induce the air flowing towards fans ventilation direction, so that the flow rate of fan would increase. Fig4 reveal the power plants applying the installation in 3D perspective. The installation around ACC platform is the "protecting shield" and it is highlighted by red colour in Fig4. 
Simulation Methods
CFD methods were used to investigate the effect of "protecting shield". 2*600MW air cooled power plants was investigated in this research.
Steady, homogeneous, incompressible model with the assumption of Boussinesq hypothesis is used in this simulation. Considering the k-epsilon turbulence, governing equations include N-S equations, k-epsilon turbulence equations and Boussinesq equation.
2*600MW air cooled power plants is investigated in current paper. 2*600MW traditional power plants model is shown in Fig5. While power plants model that is installed "protecting shield" surrounding ACC platform is shown in Fig6. FLUENT is used to simulate the 2 models. The two models shared the same mesh. When the traditional model is investigated, the "protecting shield" is set to be interior. Otherwise, the "protecting shield" is set to be wall condition. The mesh is generated by GAMBIT. The amount of grids is 1025558. Velocity inlet boundary and pressure outlet boundary are set corresponding to the computational domain. The temperature of environment is 300K.
The air cooled condensers are set to be heat exchanger group in FLUENT solver. The fans were set to be fan condition. And others were all wall boundary conditions. Two simulation condition are investigate to compare traditional power plants and power plants with "protecting shield". The two simulation are described in table1. The wind direction in top view of power plants is identified in Fig8. Where u10 is the wind speed at 10 m height, and defined as "wind speed" in Table1.
Results and Discussion

Simulation Results
The calculation results of the fans' performance are shown in table 2 and table 3 . The total flow rates of fans for two power plants models are listed in table 2. While the average temperature of fans' inlet is listed in table 3. The increasing rate for total flow rates in table2 is defined as (Q2-Q1)/Q1. The reduction of average temperature of fans' inlet in table3 is defined as T1-T2
The results indicate that for condition 1 and 2, the average temperature of fans' inlet drops remarkably (about 0.78 or 1K), and the fans' flow rate increases more than 1%. That indicates the installation would give positive effect to fans performance.
Discussion
Air flow driven by the fans would flow through air cooled condenser. Then hot plume would discharge from air cooled condenser, and flow upward vertically. Some part of the hot plume would flow downward and re-enter in fans' inlet, plume recirculation has generated. So the air temperature around ACC fans inlet is higher than environment temperature (300K in current paper). That is of benefit to fans ventilation. As a result, the flow rate of fans would increase. The comparison between the two models explained the flow rates results in table2.
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Conclusion
One kind of simple installation so called "protecting shield" was proposed in a patent [7] . Applying "protecting shield" to power plants could improve ACC heat exchange efficiency. The improvement was investigated by use of CFD methods.
The flow field was analysed by comparing traditional power plants model and power plants with "protecting shield" model. The temperature contour and velocity vectors indicated that "protecting shield" can relieve plume recirculation effectively. "Protecting shield" would improve the 128 fans total flow rate up to 1.49% in condition1 (2m/s environment wind velocity and flow direction 45), and meanwhile the average temperature of fans' inlet would drop 1.01K. For the same environment wind velocity, and wind direction 90 condition, the flow rate increasing rate would reach 1.72%, and average temperature of fans' inlet would drop 0.78K.
In summary, this simple installation proposed in current paper would have positive effects to air cooled power plants.
